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This product has been designed and complies to the relevant standards as listed in its certificate of conformity. The installer/user must ensure system compliance

Because of continuing development we reserve the right to change the specification without notice
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4 -20mA Output

Meter/Trip Amplifier/
PLC/Process Controller

Type PS2 Power Supply

Voltage Selector
Switch set for 24V24V     33V

Optional
Relay Trip
Point 
Adjustment
Potentiometer
Type PS2/T
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Contacts

Mains InputSupply
Voltage

Note:  Terminals 3, 6 and 12 are internally 
           linked and must be connected to supply
           voltage earth.

Note    Type PS2 voltage selector switch
             to be set for 24V DC only

Screen

Screen

2 - Core Screened
Cable Conductor
size 0.5mm
Minimum

2

V+  V-    B

Connection to Boss

Zero

Span

Flexcap 4-20
Continuous
Capacitance
Operated Transmitter

FLEXICAP 4 -20 TRANSMITTER / PS2
Wiring diagram for Flexicap 4 -20 continuous capacitance level 

transmitter used with type PS2 power supply, to be read in conjunction 
with type Flexicap 4-20 and PS2 installation and setting-up instructions
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FM 10000
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